A previous report by the present authors [1] clarified the diffuser effect of the draft tube and the effects of swirl in the runner downstream on the hydraulic instabilities in power generation plants. The present study was intended to study the effect of finite sound velocity in the penstock, based on a similar one-dimensional analytical model as Ref. [1]. It was found that the introduction of finite sound velocity in the penstock results in the occurrence of higher order frequency modes. The diffuser and swirl effects on each frequency mode are examined in the present study.
INTRODUCTION
Draft tube surge at off-design conditions is one of the most important phenomena in Francis turbines. At part load operation, it has been clarified that it is caused by the resonance of hydraulic system with the precession motion of vortex rope in the draft tube [2] - [5] . At full load operation, the surge is self-excited but the cause was not clear. References [6] and [7] show that full load surge can be successfully simulated by using appropriate values of mass flow gain factor and cavitation compliance to represent the cavitation effect in the draft tube. However, the flow mechanism determining the value of mass flow gain factor was not clear. In the previous study [1] , a one dimensional analytical model was built to study the mechanism of full load draft tube surge, assuming an incompressible flow in the penstock. It was found that the diffuser effect of the draft tube has a destabilizing effect over all flow rates, while the swirl effects stabilize/destabilize the system at larger/smaller flow rates than the swirl free flow rate. The present study was carried out in order to clarify the effect of finite sound velocity in the penstock. Runner resistance
NOMENCLATURE

ANALYTICAL MODEL AND EQUATIONS
As shown in Fig. 1 , we consider the same system as [1], which is composed of an inlet pipe of length L i and area A i , a turbine runner, and a draft tube with the inlet and exit areas A c and A e , respectively. A cavity of volume V c is assumed downstream of the turbine and upstream of the draft tube. Then, the continuity equation between upstream and downstream flow rates Q 1 and Q 2 is:
(1) By applying Bernoulli's equation to the draft tube, we obtain, is the effective length of the draft tube, D=(A e /A c ) 2 -1 the diffuser factor, ζ 2 the loss coefficient of the draft tube. For simplicity, ζ 2 is assumed to be constant although it may depend on the swirl of the discharge flow [8] . Equation (2) ignores the flow compressibility in the draft tube.
At off-design operating point, the discharge flow from the runner swirls and a vortex is formed. If the pressure p c at the vortex center is lower than the vapor pressure, a cavity will appear. The volume of cavity can be considered to be a function of the core pressure p c ,
The cavitation compliance C is defined by c c dp dV C / − = (7) Then, the continuity equation (1) can be expressed as
The second term with dQ 2 /dt represents the diffuser effect corresponding to the mass flow gain factor. If the discharge flow Q 2 is increased, the ambient pressure p a is decreased if the diffuser effect D is larger than the loss ζ 2 , resulting in an increase in cavity volume, which would promote further increase of Q 2 . The third term with dQ 1 /dt represents the effect of swirl. This term may also be called "mass flow gain factor" but this term is associated with the upstream flow Q 1 . At flow rates lower than design (Q 1 <Q sf =U 2 S tanβ 2 ), the tangential velocity c θ 2 and the cavity volume decrease as the upstream flow rates Q 1 is increased. This would promote further increas in Q 1 .
Considering the compressibility of the fluid and the elasticity of pipe wall, the momentum and continuity equations applied to the flow in upstream penstock are 1 0
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where a is the wave speed and can be evaluated from the speed of sound and the geometry of penstock section. The convective term has been ignored as being small with respect to other terms. By taking the partial derivative of Eq. (10) with respect to t and Eq. (9) with respect to x, one may eliminate u, which yields
In a similar manner, p may be eliminated, giving
The general solutions of Eqs. (9)-(12) can be expressed as
The function
expresses a wave propagating towards positive x and
another wave towards negative x. For the stability analysis, we separate each quantity into steady and unsteady components:
The absolute value of steady part is assumed to be much larger than unsteady part. Only taking the unsteady part into account, we can assume the general solutions as:
Solutions (13) and (14) satisfy Eqs. (11) and (12) generally even with a complex value of ω.
Assuming no pressure fluctuation ( 0 p = ) at the entrance of the inlet pipe (x = 0), we can obtain p R + p L =0 from Eq. (13). By putting this result back into Eqs. (13) and (14), we obtain the pressure and velocity fluctuations along the inlet pipe 2 s in
By combining Eqs. (15) and (16), the pressure fluctuation can be correlated with the velocity fluctuation. The pressure fluctuation inlet p at the inlet of the runner x = L i can be correlated with the velocity fluctuation inlet u :
We assume that the pressure difference between the inlet and exit of runner can be present by ( )
where p a is the pressure at the turbine discharge and ζ T is a coefficient which represents the effect of runner. The unsteady part is 
Which can be reduced to ( )
The unsteady part of continuity equation (8) between upstream and downstream flow rates Q 1 and Q 2 is ( )
By applying Eq. (20) into (21) and using 1 i l Q Au =
, the system characteristic equation assuming the finiteness of sound velocity in the penstock is obtained: is also shown in Fig.3 . The multiple quarter wavelength resonance frequencies ω n = 2π na/4L i of the penstock are also plotted as dashed lines. We observe the followings in the figure: 1) At frequencies higher than about twice the draft tube frequency 2ω e , the frequency obtained agrees with ω n with even number of n. It will be shown later that these correspond to open to open resonant frequencies of the penstock.
2) As the frequencies approach the draft tube resonant frequency ω e , the obtained frequencies deviates from ω n in the direction away from ω n . This is opposite to the "lock in" phenomena observed for Karman vortex from flexibly supported cylinders.
3) When Q <Q sf , most of the modes have negative damping (ω I <0). At L i = 50m, 150m and 300m the lowest 3 mode frequencies are listed in Table 1 and the velocity and pressure fluctuation modes in Fig.4 to 6 . The corresponding frequencies are shown in Fig. 3 . At L i = 50m, the fluctuations of 1 st mode has about 1/4 wavelength, and 2 nd and 3 rd order are about 1/2 and 1 wavelength respectively, as expected from the comparison with the multiple quarter wavelength frequencies shown in Fig.3 . At L i = 50m and 150m, for the 1 st order mode with the frequency closer to ω e , the runner inlet is a node of velocity fluctuation. However, the runner inlet is a loop for higher order modes. At L i = 300 m, the runner inlet is a node of velocity fluctuation for the 2 nd order mode, whose frequency is closer to ω e than other order frequencies. The 1 st order mode with the frequency less than ω e is a damping mode as shown in Fig.3 and Table 1 . parts of 2 nd order frequency ω 2 and 3 rd order frequency ω 3 increase as the flow rate departs from the swirl free flow rate Q sf . While ω 1 shows negative damping in a wider region of mean flow rate, ω 2 and ω 3 have negative damping in the region of Q < Q sf .
We examine the diffuser and swirl effects separately by putting α = 0 or D-ζ 2 =0. Fig. 9 shows the results for Li = 50 m and a = 500 m/s. With α = 0, ω 2 and ω 3 are always damping without the effect of value of D. This shows that the diffuser effect does not cause higher order modes in the penstock.
With D-ζ 2 =0 and larger values of α, all modes have negative / positive damping for Q </>Q sf . This shows that the swirl effect affects all modes and causes instabilities when Q <Q sf .
The effects of swirl and diffusion at Li =150 m are shown in Fig.10. Fig.3 shows that the lowest order frequency ω 1 at Li =150 m corresponds to the second order frequency ω 2 at Li =50m. This is also shown in Figs.4 and 5 for the 1st order mode. However, comparing Figs.9 and 10, the results of Li=150m for ω 1 are similar to the results for ω 1 of Li =50m, with the values of ω 1 close to ω e for both cases. The diffuser still has a significant effect on ω 1 but little on ω 2 and ω 3 . This shows that the diffuser effect affects the modes with the resonant frequency close to ω e , independently on the mode shape in the penstock. On the other hand, swirl has larger effect on all of the lowest 3 frequency modes. Table 2 First 3 order frequencies and mode under α = 0, D = 0.5D stand , The smaller diffuser effect on higher order frequencies may be explained by the draft tube resonance frequency ω e =12.56 Hz. Q are flow rate fluctuations at the runner inlet and outlet. For the cases with ω 1 for L i =50m and 150m and ω 2 for L i =300m, the frequencies are closer to ω e . For these cases 1,0 2,0 / Q Q has smaller values suggesting that oscillations in the draft tube is much larger. For these cases the effects of D is significant. For other cases, 1,0 2,0 / Q Q has larger values suggesting larger amplitude of oscillations in the penstock.
We also check the diffuser and swirl effect at L i = 300 m in Fig.11 . The diffuser has larger effect on ω 2 but little on ω 1 and ω 3 . This is because ω 2 is the nearest value to the draft tube resonance frequency ω e at L i = 300 m, as listed in Table 1 . The swirl effect on the 1 st order mode with the frequency less than ω e is totally different from other cases. This will be discussed later. . Then the swirl velocity decreases / increases and the pressure in the vortex core is increased / decreased. This results in decreased / increased cavity volume V C . From the continuity equation dV C /dt =Q 2 -Q 1 , Q 2 will be decreased / increased and Q 1 will be increased / decreased for the general cases. This means that the cavity volume fluctuation provides positive / negative feed back at the mean flow rate Q smaller / larger than the swirl free flow rate Q sf . the phase difference between 1,0 Q and 2,0 Q is smaller than ±90°. In this case, both upstream and downstream flow rates becomes positive when dV c / dt >0. This is opposite to the assumption in the above discussion. The positive feedback and the instability occur for the flow rates larger than the swirl free flow rate. The relationship between the cavity volume and flow rate fluctuation is shown in Fig.13 for the typical cases with phase difference equals to 180° (general cases) or 0° (for ω 1 with L i =300m).
CONCLUSION
It was shown that various acoustic modes in the penstock can be destabilized by diffuser and swirl effects. At higher frequency than the draft tube resonant frequency ω e , open-to-open acoustic modes occur in the penstock, when the flow rate is smaller than swirl free flow rate Q sf . When the frequency of acoustic modes gets closer to ω e , the oscillation frequency has a tendency to depart from ω e . The diffuser effect of draft tube affects only the modes with the frequency closest to ω e and causes the instability at all flow rates. For these modes, the flow rate fluctuation in the upstream of the runner is much smaller than the downstream and the velocity node occurs at the runner inlet. The swirl effect affects all modes and cause instability at smaller flow rates than Q sf , except for the mode with the frequency less than ω e . Thus, the higher order modes are caused by swirl effect. For the modes with the frequency less than ω e , the phase difference between upstream and downstream flow rate fluctuation becomes less than 90° and the instability occurs at higher flow rate than Q sf .
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